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FIGURE 11 
 
Install impeller key and outer seal driver 
o-ring.  Lubricate o-ring. 

FIGURE 12 
 
Slide impeller onto shaft making 
sure to align keyway in impeller 
with key in the shaft. 
 
Lubricate impeller nut gasket and 
place it onto the impeller nut. 
 
Thread impeller nut onto shaft.  
Place 3/8” rod or Phillips 
screwdriver in shaft hole.  Use 
15/16” socket with torque wrench 
and torque nut to 40 ft-lbs. 

Seal Driver 
O-ring 
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FIGURE 13 
 
Install cover o-ring. 

FIGURE 14 
 
Install cover. 
 
Install cover star nuts and tighten with 
a soft-faced hammer. 
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PUMP SHAFT REPLACEMENT 
DISASSEMBLY 
Disassemble pump as described in Figures 1-3 

FIGURE 15 (700-354 MODEL PUMPS ONLY) 
 
Double Seal and Water Cascade Only:  Re-
move water pipe(s) using adjustable pliers. 
 
Use two 3/4” wrenches to loosen the clamp-
ing bolt and nut.  Remove the housing. 

FIGURE 16 (345, 355, 1051 & 1161 MODEL PUMPS 
ONLY) 
 
Double Seal and Water Cascade Only:  Remove 
water pipe(s) using adjustable pliers. 
 
Use a 3/4” socket to remove the housing bolts 
and washers.  Remove the housing. 
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FIGURE 17 
 
Use an Allen wrench to loosen the shaft 
clamp cap screw(s).  Remove pump 
shaft. 
 

ASSEMBLY 
FIGURE 18 
 
Install new shaft making sure to align the slit 
in the shaft with the slit in the shaft clamp.  
Also align the keyway in the motor shaft with 
the hole in the pump shaft. 
 
(Note:  flange removed for clarity) 

FIGURE 19 (700-354 MODEL PUMPS ONLY) 
 
Install housing hub into the flange.  Rotate the 
inlet to align it with the piping. 
 
Use a 3/4” wrench and a 3/4” torque wrench to 
torque the clamping bolt to 55 ft-lbs. 
 
 

Shaft Clamp Cap 
Screw 

Align slits 

Align hole with key-
way 
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FIGURE 20 (345, 355, 1051  & 1161 MODEL PUMPS ONLY) 
 
Install housing hub into the flange.  Rotate the inlet 
to align it with the piping and align bolt holes. 
 
Install the lockwashers and bolts.  Use a 3/4” torque 
wrench to torque the bolts to 50 ft-lbs. 

FIGURE 21 
 
Assemble seal as described in figures 4-11.  
 
Slide impeller onto shaft making sure to align keyway in im-
peller with key in the shaft. 
 
Lubricate impeller nut gasket and place it onto the impeller 
nut.  Thread impeller nut with gasket onto pump shaft.  Use a 
torque wrench to torque the impeller nut to 40 ft-lbs. 
 
Slide a feeler gauge between the impeller and housing.  The 
thickness of feeler gauge is determined by the pump model.  
(Note:  see page 3 for gauge thicknesses) 
 
Set the impeller-to-housing gap (see figure 22) by pushing on 
the impeller.  Once the feeler gauge fits snugly behind the im-
peller, tighten the shaft clamp bolt with an Allen wrench to the 
correct torque.  (Note:  see page 3 for torque values) 
 
Remove feeler gauge. 

Feeler Gauge 

SETTING IMPELLER-TO-HOUSING GAP 

Push 
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Impeller-to-Housing 
Gap 

Install cover o-ring, cover and cover star nuts as described in figures 13-14.  

FIGURE 22 
 
The impeller-to-housing gap is measured be-
tween the back of the impeller and the housing. 
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MOTOR REPLACEMENT 
 

DISASSEMBLY 
 
Disassemble pump as described in figures 1-3.  
Remove housing and shaft as described in figures 15-17.  

FIGURE 22 
 
Use a socket to remove the motor bolts and 
washers.  Remove the flange. 
 
ASSEMBLY 
Replace motor.  Install flange onto motor.  
Replace bolts and washers.  Use a torque 
wrench to tighten the bolts to the correct 
torque.  (Note:  see page 3 for torque val-
ues)   

 
Install shaft and housing as described in figures 18-20.  
 
Assemble seal as described in figures 4-11. 
 
Set impeller-to-housing gap as described in figure 21. 
 
Install cover o-ring, cover and cover star nuts as described in figures 13-14. 
 
Replace guard(s) and water pipe(s) if necessary. 
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INSTALLATION 
UNPACKING 
Check the contents and all wrapping when unpacking the pump. Inspect the pump carefully for any damage 
that may have occurred during shipping. Immediately report any damage to the carrier. Remove the shaft 
guard and rotate the pump shaft by hand to make sure the impeller rotates freely. Keep the protective caps 
over the pump inlet and outlet in place until you are ready to install the pump. 
INSTALLING 
Prior to actually installing the pump, ensure that: 

• The pump will be readily accessible for maintenance, inspection and cleaning. 

• Adequate ventilation is provided for motor cooling. 

• The drive and motor type is suitable for the environment where it is to be operated. Pumps intended for 
use in hazardous environments (i.e. explosive, corrosive, etc.) must use a motor and drive with the ap-
propriate enclosure characteristics. Failure to use an appropriate motor type may result in serious dam-
age and/or injury.  

 
PIPING GUIDELINES 
This section describes good piping practices to obtain maximum efficiency and service life 
from your pump. 
 
Maximum performance and trouble-free operation require adherence to good piping 
practices. 

• Ensuring proper piping support and alignment at both the suction inlet and dis-
charge outlet can help prevent serious damage to the pump housing (Figure 23). 

• Avoid abrupt transitions in the piping system 
(Figure 24). 

• Avoid throttling valves in the suction piping. 

• Keep suction lines as short and direct as possible. 

• Ensure that the NPSH available in the system is 

greater than NPSH required by the pump. 

• Avoid sump areas where sediments may collect (Figure 25). 

Figure 24 

Figure 25 

Figure 23 
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• Avoid the formation of air pockets 
in the piping (Figure 26). 

• Avoid abrupt closure of shut-off 
valves, this may cause hydraulic 
shock which can cause severe dam-
age to the pump and system. 

• Avoid elbows in the suction line if 
possible. When necessary they should be located 5 pipe 
diameters away from the pump inlet, and have a bend 
radius greater than 2 pipe diameters (Figure 27). 

• Check valves in discharge line should be a minimum of 5 
ft. away from the pump outlet (Figure 27). 

 

 

 

 

 

ELECTRICAL INSTALLATION 
We use standard duty TEFC motors unless otherwise specified. Many motor options are available: washdown, 
flameproof, explosion proof, hostile duty or chemical duty. 
The motor selected should meet the requirements of the specified operating conditions. A change in  condi-
tions (for example, higher viscosity, higher specific gravity, lower head losses) can overload the motor. When 
changing operating conditions or whenever there is any doubt, please contact Fristam Pumps, Inc., for tech-
nical assistance. 
Have an electrician connect the motor using sound electrical practices. Provide adequate protection.  Pumps 
fitted with mechanical seals must not run dry, not even momentarily. Determine the direction of rotation by 
watching the motor fan, which must turn clockwise. 
 

PUMP OPERATIONS 
START-UP INSTRUCTIONS 

• Remove any foreign matter that may have entered the pump. 

• Do not use the pump to flush the system! 
• Check pump for proper rotation as indicated on the pump. Proper motor direction is clockwise when 

looking at the fan end of the motor. (NOTE: When checking the direction of rotation, the pump must be 
full of liquid.) 

• Never run the pump dry, even momentarily. Seal damage can result. 

SHUT-DOWN INSTRUCTIONS 
• Shut off the power supply to the pump. 

• Close the shut-off valves in the suction and discharge piping. 

• Drain and clean the pump. 

• Protect the pump against dust, heat, moisture and impact damage. 

Figure 26 

Figure 27 
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INSTALLATION OF WATER FLUSH FOR DOUBLE MECHANICAL SEAL 
Set up the water flush for the double mechanical seal as shown (Figure 28). Use only between 1-2 gallons 
per hour of water at a maximum pressure of 5 PSI.  Excessive flow of water through the seal increases the 
pressure inside the seal. Note: maximum pressure inside the seal is 5 PSI. Excessive flow/pressure through 
the seal flush will cause excessive wear and shorten seal life. 
Pipe the exit side of the water flush with 2-5 feet physical height of tubing. This ensures that some water is 
always in the center seal and the seal never runs dry. 
It is possible to inject steam through the center seal (within the pressure requirements).  We do not recom-
mend using steam alone for the cool-
ing/lubricating of the seal. 
It is desirable to have the flush water 
on the outlet side visible. This allows 
an easy check to see that the flush wa-
ter is on and also if the seal is function-
ing properly. In a malfunctioning seal 
the flush water will disappear, become 
discolored, or show an unusual in-
crease in flow. If these conditions exist, 
check the seal and replace if necessary. 
 
 
 
 
 
 
 
 
 

INSTALLATION OF WATER CASCADE 
The water cascade (if supplied) is piped through the hub of the pump housing and into the stationary seal. 
Since there is no rear seal, the flush water will exit through the rear of the seal area (Figure 29).  
Not all FPR pumps require a water cascade on the seal. 
Use about 1-2 gallons per hour of water at a maximum pressure 
inside the seal of 5 psi.  

WATER IN
1265000062
8/21/02

COOLING WATER IN

WATER PIPE CONNECTIONS
FOR DOUBLE SEALS

1/8" N.P.T.

THROTTLE THIS VALVE
TO 1-2 GAL/HR

VISIBLE WATER
FLOW

TO DRAIN

2-5 FEET

IL-0173
7/7/00

Figure 28 

Figure 29 
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PUMP MAINTENANCE RECORD 
 

DATE                                                 SERVICE PERFORMED                                 BY 
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NOTICE OF TERMS, WARRANTY PROVISIONS  
INCLUDING DISCLAIMERS, CLAIMS AND LIMITATION OF LIABILITY 

  
Prices and all terms and conditions of sale are established in current price sheets and are subject to change 
without notice. All orders are subject to acceptance by Fristam Pumps USA, Limited Partnership. 

Each Fristam Pumps item is warranted to be free from manufacturing defects for a period of one (1) year 
from the date of shipment, providing it has been used as recommended and in accordance with recognized 
piping practice, and providing it has not been worn out due to severe service, such as encountered under ex-
tremely corrosive or abrasive conditions. 

This warranty is expressly in lieu of any other warranties expressed or implied, including but not limited to, 
any implied warranty of merchantability or fitness for particular purpose. All other warranties whatsoever, 
expressed or implied by law or otherwise, are hereby excluded. 

All claims must be in writing and must be mailed or delivered by purchaser within thirty (30) days after pur-
chaser learns of the facts upon which such claim is based. Any claim not made in writing and within the time 
period specified above shall be deemed waived. 

Purchaser’s sole and exclusive remedy and Fristam Pumps maximum liability for claims arising hereunder or 
for negligence for any and all losses and damages resulting from any cause shall be either the repair or re-
placement of defective items or, at Fristam Pumps’ option, the refund of the purchase price for such items. 
In no event, including in the case of a claim for negligence, shall Fristam Pumps be liable for incidental or 
consequential damages, including loss of profits.  

No person, including any representative employee or agent of Fristam Pumps is authorized to assume on be-
half of Fristam Pumps any liability or responsibility in addition to or different from that described in this pro-
vision. Any and all representations, promises, warranties or statements that are in addition to or different 
from the terms of this provision are of no force or effect. 

If any provision of this Notice is held to be invalid, such provision shall be severed and the remaining provi-
sions shall continue to be in force. 
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